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CCS Response: 
A thorough inspection of the room and above the drop ceiling was performed on Wednesday, 
January 11, 2017 by Maintenance staff.  There were no indications of any issues related to moisture 
penetration above the ceiling or any evidence of that may have contributed to the stained ceiling tiles. 
All the tiles have been replaced that showed signs of staining by custodial staff. This area has had a 
history of small roof leaks from rain blowing in under the metal roofing and flashing.  Further 
attention has been done of the roof area as well.   
 
If you have any questions or would like to have further discussion on any of the remedies 
implemented please do not hesitate to contact me at your convenience.  
 
 
Sincerely,  
 
 
 
Michael R. Howard II 
Director of Extended Services 
Clay Community Schools 


